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Overview of works [1], dedicated to the early detection of fires with-
standing, shows that in many cases the decision such tasks concerned by 
using the smoke factor. 
It is now widely distributed smoke detector built by nefelometric 
principle. Its basis is illuminator (IL) with a narrow (parallel) beam of 
optical radiation and receiver (R) radiation, scattered controlled smoke 
filled air.  
One of the highlights of the analysis of such a device is the 
optimization of the resolution of mutual disposition and providing 
maximum signal (R)  compared with the traditional arrangement of axes IL 
and R: angled 3.14/2. 
The study is due to the works of [2], etc., in which the angular 
scattering structure smokes materials (electrical isolation and other) used in 
aircraft equipment. Scattering indicatrix sowing such smokes «stretched 
forward», i.e. R takes ambient so that heat radiation of greater intensity than 
the smaller angle between IL and R.  
It is known that the aircraft equipment superimposed gesture-kya 
restrictions part of electricity consumption, dimensions, weight. «Next»  
indicatrix elongated smokes studied pointed to the possibility of meaningful 
win in signal level R, and therefore, as well as the dimensions of the mass 
sensor. The idea of such winning energy embodied in [3].  
The objective of the study is to quantify energy winning. As a result of 
the study shows that the use of " stretched i" of indicatrix smokes provides 
energy winning in tens of times. 
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При проектировании теплоснабжающих систем (ТСС) возникает 
ряд задач, связанных с выбором наилучшей ее структуры и 
оптимальной организации взаимодействия соответствующих 
подсистем (источники тепла, тепловые сети, потребители). Задачи 
такого рода, как правило, являются многокритериальными и 
конфликтными, в силу того, что каждая подсистема оценивается своим 
целевым функционалом, а интересы, как самих подсистем, так и их 
элементов могут не совпадать. Это приводит к необходимости 
создания и применения теоретико-игровых моделей позволяющих 
проводить расчеты для получения оптимальных условий 
функционирования и развития ТСС.  
В работе формулируются основные принципы формирования ТСС 
в условиях рынка по двум организационным моделям: модель 
«Единый закупщик» (конкурентный рынок тепловой энергии), модель 
«Единая теплоснабжающая организация» (рынок естественной 
монополии) [1]. 
Для рынка тепловой энергии в формате «Единый закупщик» 
разработана игровая математическая модель, основанная на подходе 
Курно. Она позволяет находить решение, соответствующее рыночному 
равновесию по Нэшу. Для модели рынка «Единая теплоснабжающая 
